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00002 TOWN HALL HOUSE 6 PLANTROOM 5 ATOMISING HUMIDIFIER 6 3 PLANTROOM ATOMISING HUMIDIFIER 1 (4 UNITS) JS HUMIDIFIERS MK5 DEFENSOR  Y40 A Y (SERVICEHUMIDIFIER REASONABLE 1 - 5 YEARS NO YES 5 - 10 YEARS LOW  
00007 TOWN HALL HOUSE 6 AHU ROOM 3 CONTROL PANEL 6 4 AHU ROOM CONTROL PANEL 1 MAIN SYSTEMS   W60 B COMMUNICMOTOR CONTROL PANEL REASONABLE > 20 YEARS NO YES > 10 YEARS MEDIUM
00009 TOWN HALL HOUSE 6 AHU ROOM 2 FREQUENCY INVERTER 6 4 AHU ROOM INVERTER DRIVE PPLY & EXT DANFOSS   Y41 A Y (SERVICEFANS - VARIABLE SPEED DRIVES REASONABLE 5 - 10 YEARS NO YES 5 - 10 YEARS LOW
00012 TOWN HALL HOUSE 6 BOILER ROOM 2 BOILER CONTROL PANEL 6 4 BOILER ROOM CONTROL PANEL 1 ICS N/A N/A W60 B COMMUNICMOTOR CONTROL PANEL GOOD 5 - 10 YEARS NO YES > 10 YEARS LOW
00025 TOWN HALL HOUSE 6 PLANTROOM 5 ROOF PANEL MCC4 6 3 PLANTROOM CONTROL PANEL 1 MAIN SYSTEMS N/A N/A W60 B COMMUNICMOTOR CONTROL PANEL GOOD > 20 YEARS NO YES > 10 YEARS LOW
00031 TOWN HALL HOUSE 6 PLANTROOM 5 GENERATOR NO. 2 6 3 PLANTROOM STANDBY GENERATOR 1 SCORPION DV275 38205 V10 A ELECTRICASTANDBY GENERATOR GOOD 5 - 10 YEARS NO YES > 10 YEARS LOW
00032 TOWN HALL HOUSE 6 PUMP ROOM 5 INVERTER FOR SEC CHW PUMPS 6 3 PUMP ROOM TWIN PUMP SET CIATED WIT DANFOSS HV AC DRIVE  Y41 A Y (SERVICEFANS - VARIABLE SPEED DRIVES REASONABLE 5 - 10 YEARS NO YES 5 - 10 YEARS LOW
00033 TOWN HALL HOUSE 6 UPS ROOM 5 IT ESS SERVICES SWITCHBOARD 6 5 UPS ROOM LV SWITCH PANEL 1 N/A C3458 N/A Y71 B ELECTRICALV SWITCH PANEL GOOD 5 - 10 YEARS NO YES > 10 YEARS LOW
00034 TOWN HALL HOUSE 6 UPS ROOM 5 UPS 1 6 5 UPS ROOM UPS 1 APC N/A N/A V32 ELECTRICAL UNINTERRUPTIBLE POWER SUPPLY GOOD 5 - 10 YEARS YES YES > 10 YEARS LOW
00035 TOWN HALL HOUSE 6 UPS ROOM 5 UPS 2 6 5 UPS ROOM UPS 1 APC N/A N/A V32 ELECTRICAL UNINTERRUPTIBLE POWER SUPPLY GOOD 5 - 10 YEARS YES YES > 10 YEARS LOW
00036 TOWN HALL HOUSE 6 UPS ROOM 5 UPS 3 6 5 UPS ROOM UPS 1 APC N/A N/A V32 ELECTRICAL UNINTERRUPTIBLE POWER SUPPLY GOOD 5 - 10 YEARS YES YES > 10 YEARS LOW
00038 TOWN HALL HOUSE 6 PLANTROOM 2 GENERATOR NO. 1 6 3 PLANTROOM STANDBY GENERATOR 1 AUTO DIESELS B654H 82554411 V10 A ELECTRICASTANDBY GENERATOR REASONABLE > 20 YEARS NO YES > 10 YEARS LOW
00040 TOWN HALL HOUSE 6 LIFT MOTOR ROOM NO. 9 5 LIFT NO. 9 6 9 LIFT MOTOR ROOM NO. 9 TOP DRIVEN ELECTRIC TRACTION LI 1 LESTER CONTROL SN/A N/A X10 B TRANSPORLIFTS - ELECTRIC TRACTION TOP DRIVEN GOOD > 20 YEARS NO YES > 10 YEARS LOW
00052 TOWN HALL HOUSE 6 LIFT MOTOR ROOM NO. 10 2 LIFT NO. 10 6 10 LIFT MOTOR ROOM NO. 10 TOP DRIVEN ELECTRIC TRACTION LI 1 LESTER CONTROL SN/A N/A X10 B TRANSPORLIFTS - ELECTRIC TRACTION TOP DRIVEN GOOD > 20 YEARS NO YES > 10 YEARS LOW
00583 TOWN HALL HOUSE G BATTERY ROOM 5 CENTRAL BATTERY UNIT G 5 BATTERY ROOM BACK UP BATTERIES 1 COPPER LIGHTING SLR50/75/N3 5081452403 #N/A EMERGENCY LIGHTING BACKUP REASONABLE > 20 YEARS NO YES 5 - 10 YEARS LOW
00054 TOWN HALL HOUSE 6 LIFT MOTOR ROOM NO. 8 1 LIFT NO. 8 6 8 LIFT MOTOR ROOM NO. 8 TOP DRIVEN ELECTRIC TRACTION LI 1 LESTER CONTROL SN/A N/A X10 B TRANSPORLIFTS - ELECTRIC TRACTION TOP DRIVEN GOOD > 20 YEARS NO YES > 10 YEARS LOW
00057 TOWN HALL HOUSE 6 LIFT MOTOR ROOM NO. 7 1 LIFT NO. 7 6 7 LIFT MOTOR ROOM NO. 7 TOP DRIVEN ELECTRIC TRACTION LI 1 LESTER CONTROL SN/A N/A X10 B TRANSPORLIFTS - ELECTRIC TRACTION TOP DRIVEN GOOD > 20 YEARS NO YES > 10 YEARS LOW
00064 TOWN HALL HOUSE 3 COMPUTER ROOM 5 GAS EXTINGUISHMENT SYSTEM 3 1 COMPUTER ROOM GAS EXTINGUISHMENT SYSTEM 1 N/A N/A N/A S70 PIPED SUPPLGAS FIRE FIGHTING GOOD 1 - 5 YEARS NO YES 5 - 10 YEARS LOW
00065 TOWN HALL HOUSE ALL COMPUTER ROOM 5 FIRE ALARM SYSTEM ALL 1 COMPUTER ROOM FIRE ALARM SYSTEM  HONEYWELL NOTIFIER  W50 COMMUNICAFIRE DETECTION AND ALARM GOOD 5 - 10 YEARS NO YES > 10 YEARS LOW
00068 TOWN HALL HOUSE ALL COMPUTER ROOM 1 DISABLED REFUGE INTERCOM ALL 1 COMPUTER ROOM PUBLIC ADDRESS SYSTEM/ INTERCO 1    W12 PUBLIC ADDRESS/CONFERENCE AUDIO FAC REASONABLE 10 - 20 YEARS NO  1 - 5 YEARS LOW
00069 TOWN HALL HOUSE ALL COMPUTER ROOM 5 LIGHTING MANAGEMENT SYSTEM ALL 1 SECURITY OFFICE LMS  PHILLIPS   V21 A ELECTRICALIGHTING MANAGEMENT SYSTEM REASONABLE 10 - 20 YEARS NO  1 - 5 YEARS LOW
00073 TOWN HALL HOUSE B FAN ROOM 1 BASEMENT CONTROL PANEL MCC9E B 5 FAN ROOM CUBICLE CP 1 MAIN SYSTEMS N/A N/A W60 B COMMUNICMOTOR CONTROL PANEL GOOD > 20 YEARS NO YES > 10 YEARS LOW
00076 TOWN HALL HOUSE B LV SWITCH ROOM 5 LV SWITCHBOARD S2 B 1 LV SWITCH ROOM LV SWITCH PANEL 1 CARVILLE SWITCHGN/A J8173-P2 Y71 B ELECTRICALV SWITCH PANEL GOOD 1 - 5 YEARS NO YES > 10 YEARS LOW
00077 TOWN HALL HOUSE B LV SWITCH ROOM 5 MCCB-DB2 B 1 LV SWITCH ROOM MCCB BOARD 1 MERLIN GERIN N/A N/A Y71 A Y (SERVICEDISTRIBUTION BOARDS - SUB-MAIN GOOD 1 - 5 YEARS NO YES > 10 YEARS LOW
00079 TOWN HALL HOUSE B AHU ROOM 4 CONTROL PANEL MCC-N1 B 4 AHU ROOM CONTROL PANEL 1 ICS N/A N/A W60 B COMMUNICMOTOR CONTROL PANEL GOOD > 20 YEARS NO YES > 10 YEARS LOW
00089 TOWN HALL HOUSE 6 LIFT MOTOR ROOM 1-6 4 LIFT NO. 6 6 1 LIFT MOTOR ROOM 1-6 TOP DRIVEN ELECTRIC TRACTION LI 1 LESTER CONTROL SN/A N/A X10 B TRANSPORLIFTS - ELECTRIC TRACTION TOP DRIVEN GOOD > 20 YEARS NO YES > 10 YEARS LOW
00090 TOWN HALL HOUSE 6 LIFT MOTOR ROOM 1-6 4 LIFT NO. 5 6 1 LIFT MOTOR ROOM 1-6 TOP DRIVEN ELECTRIC TRACTION LI 1 LESTER CONTROL SN/A N/A X10 B TRANSPORLIFTS - ELECTRIC TRACTION TOP DRIVEN GOOD > 20 YEARS NO YES > 10 YEARS LOW
00091 TOWN HALL HOUSE 6 LIFT MOTOR ROOM 1-6 4 LIFT NO. 4 6 1 LIFT MOTOR ROOM 1-6 TOP DRIVEN ELECTRIC TRACTION LI 1 LESTER CONTROL SN/A N/A X10 B TRANSPORLIFTS - ELECTRIC TRACTION TOP DRIVEN GOOD > 20 YEARS NO YES > 10 YEARS LOW
00092 TOWN HALL HOUSE 6 LIFT MOTOR ROOM 1-6 5 LIFT NO. 3 6 1 LIFT MOTOR ROOM 1-6 TOP DRIVEN ELECTRIC TRACTION LI 1 LESTER CONTROL SN/A N/A X10 B TRANSPORLIFTS - ELECTRIC TRACTION TOP DRIVEN GOOD > 20 YEARS NO YES > 10 YEARS LOW
00093 TOWN HALL HOUSE 6 LIFT MOTOR ROOM 1-6 5 LIFT NO. 2 6 1 LIFT MOTOR ROOM 1-6 TOP DRIVEN ELECTRIC TRACTION LI 1 LESTER CONTROL SN/A N/A X10 B TRANSPORLIFTS - ELECTRIC TRACTION TOP DRIVEN GOOD > 20 YEARS NO YES > 10 YEARS LOW
00094 TOWN HALL HOUSE 6 LIFT MOTOR ROOM 1-6 5 LIFT NO. 1 6 1 LIFT MOTOR ROOM 1-6 TOP DRIVEN ELECTRIC TRACTION LI 1 LESTER CONTROL SN/A N/A X10 B TRANSPORLIFTS - ELECTRIC TRACTION TOP DRIVEN GOOD > 20 YEARS NO YES > 10 YEARS LOW
00099 TOWN HALL HOUSE G MV SWITCH ROOM 5 POWER FACTOR CORRECTION G 1 MV SWITCH ROOM PFC 1 MEM   Y71 C ELECTRICAPOWER FACTOR CORRECTION GOOD 5 - 10 YEARS NO YES > 10 YEARS LOW
00100 TOWN HALL HOUSE G MV SWITCH ROOM 5 LV SWITCHBOARD S1 G 1 MV SWITCH ROOM LV SWITCH PANEL 1 N/A N/A N/A Y71 B ELECTRICALV SWITCH PANEL GOOD 5 - 10 YEARS NO YES > 10 YEARS LOW
00105 TOWN HALL HOUSE 1 BOILER ROOM 5 ELECTRIC WATER HEATER 1 1 BOILER ROOM ELECTRIC WATER HEATER 1 SANTON AQUALINE AL153 S11 B PIPED SUP ELECTRIC WATER HEATERS FOR HWS GOOD 5 - 10 YEARS NO YES > 10 YEARS LOW
00106 TOWN HALL HOUSE 1 BOILER ROOM 5 ELECTRIC WATER HEATER 1 1 BOILER ROOM ELECTRIC WATER HEATER 1 SANTON AQUALINE AL153 S11 B PIPED SUP ELECTRIC WATER HEATERS FOR HWS GOOD 5 - 10 YEARS NO YES > 10 YEARS LOW
00110 TOWN HALL HOUSE 1 STORE ROOM 5 ELECTRIC WATER HEATER 1 2 STORE ROOM ELECTRIC WATER HEATER 1 SANTON AQUALINE AL153 S11 B PIPED SUP ELECTRIC WATER HEATERS FOR HWS GOOD 5 - 10 YEARS NO YES > 10 YEARS LOW
00111 TOWN HALL HOUSE 1 STORE ROOM 5 ELECTRIC WATER HEATER 1 2 STORE ROOM ELECTRIC WATER HEATER 1 HEATRAE SADIA MULTIPOINT 15  S11 B PIPED SUP ELECTRIC WATER HEATERS FOR HWS GOOD 5 - 10 YEARS NO YES > 10 YEARS LOW
00112 TOWN HALL HOUSE G ELECTRIC INTAKE ROOM 5 LV DISTRIBUTION G 1 ELECTRIC INTAKE ROOM LV DISTRIBUTION 1 VARIOUS   V20 ELECTRICAL LV DISTRIBUTION GOOD 5 - 10 YEARS NO YES > 10 YEARS LOW
00113 TOWN HALL HOUSE ALL STORE ROOM 5 FIRE DETECTION AND ALARM ALL 1 ELECTRIC INTAKE ROOM FIRE DETECTION AND ALARM 1 EUROPA 9000   W50 COMMUNICAFIRE DETECTION AND ALARM GOOD 5 - 10 YEARS NO YES > 10 YEARS LOW
00114 TOWN HALL HOUSE 1 STORE ROOM 2 ELECTRIC WATER HEATER 1 2 STORE ROOM ELECTRIC WATER HEATER 1 SANTON AQUALINE AL153 S11 B PIPED SUP ELECTRIC WATER HEATERS FOR HWS GOOD 5 - 10 YEARS NO YES > 10 YEARS LOW
00118 TOWN HALL HOUSE G KITCHEN 5 ELECTRIC WATER HEATER G 1 KITCHEN ELECTRIC WATER HEATER 1 BAXI   S11 B PIPED SUP ELECTRIC WATER HEATERS FOR HWS REASONABLE 10 - 20 YEARS NO YES 5 - 10 YEARS LOW
00122 TOWN HALL HOUSE G KITCHEN 2 ELECTRIC WATER HEATER G 1 KITCHEN ELECTRIC WATER HEATER 1 SANTON   S11 B PIPED SUP ELECTRIC WATER HEATERS FOR HWS REASONABLE 10 - 20 YEARS NO YES 5 - 10 YEARS LOW
00124 TOWN HALL HOUSE ALL STORE ROOM 3 FIRE DETECTION AND ALARM ALL 1 KITCHEN FIRE DETECTION AND ALARM 1 TATE PREMIER SX  W50 COMMUNICAFIRE DETECTION AND ALARM REASONABLE 10 - 20 YEARS NO YES 5 - 10 YEARS LOW
00135 TOWN HALL HOUSE 1 BOILER ROOM 5 PUMP: COMPENSATED HEATING 1 1 BOILER ROOM TWIN PUMP SET 1 GRUNDFOS UP4050 F 250 P/N52992095 Y20 Y (SERVICES PUMPS REASONABLE 10 - 20 YEARS NO YES > 10 YEARS LOW
00136 TOWN HALL HOUSE 1 BOILER ROOM 5 PUMP: CONSTANT TEMPERATURE HE 1 1 BOILER ROOM BELT DRIVEN PUMP NO.1 1 PULLEN T49061 AL50 Y20 Y (SERVICES PUMPS REASONABLE > 20 YEARS NO YES > 10 YEARS LOW
00137 TOWN HALL HOUSE 1 BOILER ROOM 2 PUMP: CONSTANT TEMPERATURE HE 1 1 BOILER ROOM BELT DRIVEN PUMP NO.2 1 PULLEN I49060 AL50 Y20 Y (SERVICES PUMPS REASONABLE > 20 YEARS NO YES > 10 YEARS LOW
00138 TOWN HALL HOUSE 1 BOILER ROOM 5 PUMP: PRESSURISATION SHUNT UNIT 1 1 BOILER ROOM CANNED ROTOR PUMP 1 LOWAA PABM15 10110500 Y20 Y (SERVICES PUMPS REASONABLE 1 - 5 YEARS NO YES > 10 YEARS LOW
00139 TOWN HALL HOUSE 1 BOILER ROOM 2 PRESSURIZATION UNIT WATER TANK 1 1 BOILER ROOM TANK 1 TEDDINGTON   Y21 Y (SERVICES WATER TANKS/CISTERNS REASONABLE > 20 YEARS NO YES > 10 YEARS LOW
00140 TOWN HALL HOUSE 1 BOILER ROOM 2 PUMP: HWS PRIMARY NO.1 1 1 BOILER ROOM CANNED ROTOR PUMP 1 GRUNDFOS UPS40-50F250 D339 Y20 Y (SERVICES PUMPS REASONABLE 1 - 5 YEARS NO YES > 10 YEARS LOW
00141 TOWN HALL HOUSE B ELECTRICAL INTAKE 5 LV INCOMING CUT-OUTS B 1 ELECTRICAL INTAKE 100A TPN LV INCOMING CUT-OUTS 1 N/A   V12  ELECTRICALLV SUPPLY/PUBLIC UTILITY SUPPLY POOR > 20 YEARS NO NO LIFE EXPIRED HIGH
00142 TOWN HALL HOUSE B STORE ROOM 5 LV DISTRIBUTION B 1 ELECTRICAL INTAKE LV DISTRIBUTION 1 VARIOUS   V20 ELECTRICAL LV DISTRIBUTION REASONABLE 10 - 20 YEARS NO NO 1 - 5 YEARS LOW
00143 TOWN HALL HOUSE ALL STORE ROOM 5 FIRE ALARM SYSTEM ALL 1 ELECTRICAL INTAKE FIRE ALARM SYSTEM 1 VOYAGER   W50 COMMUNICAFIRE DETECTION AND ALARM GOOD 1 - 5 YEARS NO YES > 10 YEARS LOW
00144 TOWN HALL HOUSE 1 LIFT MOTOR ROOM 5 LIFT MOTOR ROOM 1 1 LIFT MOTOR ROOM HYDRAULIC LIFT 1 STANNAH MI-100L S2775CU X10 C TRANSPORLIFTS - HYDRAULIC GOOD 5 - 10 YEARS NO YES 5 - 10 YEARS LOW
00145 TOWN HALL HOUSE G BOILER ROOM 2 DOCUMENT HOIST G 1 LIFT MOTOR ROOM DOCUMENT HOIST 1 N/A   X20 TRANSPORT HOISTS REASONABLE 10 - 20 YEARS NO YES 5 - 10 YEARS LOW
00146 TOWN HALL HOUSE ALL STORE ROOM 5 GENERAL LIGHTING ALL 1 LIFT MOTOR ROOM GENERAL LIGHTING 1 VARIOUS   V21 ELECTRICAL GENERAL LIGHTING REASONABLE 10 - 20 YEARS NO YES 5 - 10 YEARS LOW
00147 TOWN HALL HOUSE ALL BOILER ROOM 5 EMERGENCY LIGHTING ALL 1 LIFT MOTOR ROOM EMERGENCY LIGHTING 1 VARIOUS   V40 ELECTRICAL EMERGENCY LIGHTING POOR 10 - 20 YEARS NO NO 1 - 5 YEARS MEDIUM
00467 TOWN HALL HOUSE G ELECTRIC INTAKE ROOM 5 CUT OUT G 2 ELECTRIC INTAKE ROOM CUT OUT 1 VARIOUS   V12  ELECTRICALLV SUPPLY/PUBLIC UTILITY SUPPLY REASONABLE > 20 YEARS NO YES 5 - 10 YEARS LOW
00148 TOWN HALL HOUSE ALL BOILER ROOM 3 EARTH BONDING ALL 2 ELECTRIC INTAKE ROOM EARTH BONDING 1 N/A   W51 COMMUNICAEARTHING AND BONDING GOOD 5 - 10 YEARS NO YES > 10 YEARS LOW
00149 TOWN HALL HOUSE ALL STORE ROOM 3 DISTRIBUTION BOARDS ALL 2 ELECTRIC INTAKE ROOM DISTRIBUTION BOARD 1 N/A   Y71 Y (SERVICES DISTRIBUTION BOARDS REASONABLE 10 - 20 YEARS NO YES 5 - 10 YEARS LOW  
00469 TOWN HALL HOUSE G ELECTRIC INTAKE ROOM 5 EARTHING AND BONDING G 2 ELECTRIC INTAKE ROOM EARTHING AND BONDING 1 VARIOUS   W51 COMMUNICAEARTHING AND BONDING REASONABLE > 20 YEARS NO YES 5 - 10 YEARS LOW  
00480 TOWN HALL HOUSE G ELECTRIC INTAKE ROOM 5 LV DISTRIBUTION G 2 ELECTRIC INTAKE ROOM LV DISTRIBUTION 1 VARIOUS   V20 ELECTRICAL LV DISTRIBUTION REASONABLE > 20 YEARS NO YES 5 - 10 YEARS LOW  
00154 TOWN HALL HOUSE B ELECTRICAL INTAKE 5 MAIN SWITCH PANEL B 1 ELECTRICAL INTAKE MAIN SWITCH PANEL 1 DORMAN SMITH  A101814 Y71 B ELECTRICALV SWITCHPANEL POOR 10 - 20 YEARS NO YES 5 - 10 YEARS LOW RUSTY
00156 TOWN HALL HOUSE B ELECTRICAL INTAKE 5 EMERGENCY LIGHTING CENTRAL BAT B 1 ELECTRICAL INTAKE EMERGENCY LIGHTING CENTRAL BA 1 MENVER AMBERLECSLR110150/M3/082891289011B V40 ELECTRICAL EMERGENCY LIGHTING POOR 10 - 20 YEARS NO YES 1 - 5 YEARS MEDIUM RUSTY
00158 TOWN HALL HOUSE R H PLANT ROOM LOWER R 5 AIR HANDLING UNIT R 1 MECH PLANT ROOM LOWER ROAIR HANDLING UNIT 1 REYCOL  4467/1 Y40 Y (SERVICES AIR HANDLING UNITS REASONABLE 10 - 20 YEARS NO YES > 10 YEARS LOW MAY BE REDUNDANT
00160 TOWN HALL HOUSE R H PLANT ROOM UPPER R 5 MOTOR CONTROL PANEL R 1 MECH PLANT ROOM UPPER ROMOTOR CONTROL PANEL 1 N/A   W60 B COMMUNICMOTOR CONTROL PANEL REASONABLE 5 - 10 YEARS NO YES > 10 YEARS LOW  
00166 TOWN HALL HOUSE R LIFT MOTOR ROOM 1 LIFT R 3 LIFT MOTOR ROOM TOP DRIVEN ELECTRIC LIFT 1 KONE   X10 B TRANSPORLIFTS - ELECTRIC TRACTION TOP DRIVENGOOD 10 - 20 YEARS NO YES > 10 YEARS LOW  
00167 TOWN HALL HOUSE 2 ACCESS LADDER ROOM 1 CENTRAL CLOCK SYSTEM 2 3 ACCESS LADDER ROOM CENTRAL CLOCK SYSTEM 1 CHLORIDE GENT C27  W23  COMMUNICA REASONABLE 10 - 20 YEARS NO YES 5 - 10 YEARS MEDIUM MAY BE REDUNDANT
00168 TOWN HALL HOUSE G SECURITY ROOM 1 FIRE ALARM SYSTEM G 3 SECURITY ROOM FIRE ALARM SYSTEM 1 GENT SYSTEM 3400  W50 COMMUNICAFIRE DETECTION AND ALARM GOOD 10 - 20 YEARS NO YES 5 - 10 YEARS LOW  
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